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Symbol Qty Label Arrangement Lum. Lumens LLF Lum. Watts
Description

1 A SINGLE 25717 0.900 396 RZR-G-PLED-II-120LED-1050mA-NW-DBM-HS / SNTS-25-4-11-1-DBM

1 B SINGLE 26166 0.900 396 RZR-G-PLED-III-120LED-1050mA-NW-DBM-HS / SNTS-25-4-11-1-DBM

1 C SINGLE 35346 0.900 396 RZR-G-PLED-IV-120LED-1050mA-NW-DBM / SNTS-25-4-11-1-DBM

1 D SINGLE 26750 0.900 396 RZR-G-PLED-IV-120LED-1050mA-NW-DBM-HS / SNTS-25-4-11-1-DBM

8
TB SINGLE 2049 0.900 24.4 H-ABB-33B @ 9.17' A.F.G.

Calculation Summary

Label Avg Max
Min Avg/Min Max/Min

EXTENDED
1.98 24.7 0.0

N.A. N.A.

DRIVE-THRU LANE SURFACE 4.15 13.6 2.1 1.98 6.48

PARKING LOT SURFACE 4.95 7.1 2.2 2.25 3.23
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A

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.1 0.1 0.1 0.2 0.2 0.2 0.3 0.3 0.3 0.2 0.2 0.2 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.1 0.1 0.2 0.2 0.2 0.3 0.4 0.5 0.6 0.6 0.6 0.5 0.4 0.3 0.2 0.2 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.2 0.2 0.2 0.3 0.3 0.5 0.6 0.8 1.0 1.1 1.1 1.1 1.0 0.9 0.7 0.5 0.3 0.2 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.2 0.2 0.3 0.3 0.4 0.5 0.7 0.9 1.1 1.4 1.8 2.0 2.0 2.0 1.9 1.6 1.3 0.9 0.6 0.5 0.3 0.2 0.1 0.1 0.1 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.1 0.1 0.2 0.3 0.4 0.5 0.6 0.8 1.0 1.2 1.6 1.9 2.5 2.9 3.3 3.4 3.4 3.2 2.8 2.2 1.6 1.3 0.9 0.6 0.4 0.2 0.1 0.1 0.1 0.1 0.0 0.0

0.0 0.0 0.0 0.0 0.1 0.1 0.2 0.4 0.6 0.8 1.1 1.3 1.6 2.1 2.4 2.8 3.6 4.4 4.8 4.8 4.8 4.7 4.1 3.3 2.5 2.1 1.6 1.1 0.7 0.4 0.3 0.2 0.1 0.1 0.1 0.0

0.0 0.0 0.0 0.0 0.1 0.2 0.3 0.6 1.0 1.3 1.7 2.0 1.9 2.6 3.0 3.6 4.4 5.1 5.4 5.2 5.3 5.3 4.9 4.2 3.5 3.0 2.5 1.8 1.2 0.7 0.4 0.2 0.2 0.1 0.1 0.1

0.0 0.0 0.0 0.1 0.1 0.2 0.5 0.9 1.5 1.9 2.4 2.8 2.6 3.3 3.8 4.3 4.6 4.8 5.1 5.0 5.0 5.0 4.9 4.8 4.4 3.9 3.3 2.5 1.6 0.9 0.5 0.3 0.2 0.1 0.1 0.1

0.0 0.0 0.0 0.1 0.1 0.3 0.6 1.3 2.0 2.6 3.2 3.6 2.9 3.7 4.2 4.7 4.7 4.7 5.1 5.2 5.1 5.0 4.9 5.1 5.0 4.5 3.8 2.9 2.0 1.2 0.6 0.4 0.2 0.2 0.1 0.1

0.0 0.0 0.0 0.1 0.1 0.3 0.6 1.6 2.4 3.1 3.7 2.2 3.0 3.8 4.5 5.0 4.8 4.6 4.9 4.9 4.9 5.0 5.1 5.6 5.6 5.0 4.2 3.3 2.2 1.3 0.7 0.4 0.3 0.2 0.1 0.1

0.0 0.0 0.0 0.1 0.1 0.3 0.7 1.8 2.8 3.5 4.1 2.3 3.1 3.9 4.6 5.2 5.2 4.9 5.0 5.0 5.4 5.4 5.9 6.3 6.2 5.6 4.8 3.7 2.5 1.4 0.8 0.5 0.3 0.2 0.1 0.1

0.0 0.0 0.0 0.1 0.1 0.3 0.8 2.1 3.2 3.9 4.4 2.2 3.0 3.7 4.3 4.9 5.2 5.1 4.9 4.9 5.5 6.2 6.6 6.9 6.7 6.2 5.4 4.3 2.7 1.5 0.8 0.5 0.3 0.2 0.1 0.1

0.0 0.0 0.0 0.1 0.1 0.2 0.8 2.4 3.7 4.4 1.3 2.1 2.8 3.4 3.8 4.3 4.8 4.9 4.8 5.0 5.5 6.3 6.9 7.1 6.9 6.5 5.9 4.7 2.7 1.3 0.7 0.5 0.3 0.2 0.1 0.1

0.0 0.0 0.0 0.1 0.1 0.2 0.9 2.6 4.2 4.8 1.2 1.7 2.4 2.9 3.3 3.6 4.1 4.4 4.6 4.9 5.5 6.1 6.5 7.0 6.9 6.7 6.2 4.9 2.5 1.1 0.7 0.4 0.3 0.2 0.1 0.1

0.0 0.0 0.0 0.1 0.1 0.2 0.9 2.8 4.6 4.3 2.7 3.1 3.4 3.8 4.1 4.6 5.1 5.8 6.3 6.6 7.0 6.9 6.2 4.5 2.1 0.9 0.6 0.4 0.3 0.2 0.1 0.1

0.0 0.0 0.0 0.1 0.1 0.3 0.8 3.0 4.6 4.7 2.2 2.6 2.9 3.2 3.6 4.0 4.6 5.3 6.0 6.6 7.0 6.8 6.1 4.3 1.6 0.8 0.6 0.4 0.3 0.2 0.1 0.1

0.0 0.0 0.1 0.1 0.2 0.3 0.6 3.0 5.8 6.8 1.8 2.1 2.5 2.8 3.2 3.7 4.3 5.0 5.7 6.3 6.6 6.1 5.5 3.8 1.2 0.7 0.5 0.4 0.2 0.2 0.1 0.1

0.0 0.0 0.1 0.1 0.2 0.3 0.8 3.9 10.9 17.4 1.5 1.8 2.2 2.5 2.9 3.4 4.0 4.7 5.4 5.8 5.8 5.4 4.9 3.2 1.0 0.7 0.5 0.3 0.2 0.2 0.1 0.1

0.0 0.0 0.1 0.1 0.2 0.4 0.9 4.1 13.6 24.7 1.4 1.7 2.1 2.4 2.8 3.2 3.8 4.5 4.9 5.2 5.3 5.2 4.7 2.7 1.0 0.8 0.5 0.4 0.2 0.2 0.1 0.1

0.0 0.0 0.0 0.1 0.2 0.4 0.9 3.0 7.8 11.5 1.9 2.0 2.1 2.3 2.6 3.1 3.7 4.3 4.7 4.8 5.0 5.0 4.4 2.2 1.2 0.8 0.6 0.4 0.3 0.2 0.2 0.1

0.0 0.0 0.0 0.1 0.2 0.4 0.8 2.4 5.1 6.7 5.0 3.5 2.5 2.4 2.7 3.1 3.7 4.3 4.8 4.9 5.0 5.0 4.5 2.3 1.1 0.9 0.6 0.4 0.3 0.3 0.2 0.2

0.0 0.0 0.0 0.1 0.2 0.4 0.7 2.8 5.1 6.8 17.9 7.6 3.2 2.6 2.8 3.2 3.8 4.5 5.0 5.3 5.4 5.2 4.8 2.8 1.1 0.9 0.7 0.5 0.4 0.4 0.3 0.2

0.0 0.0 0.0 0.1 0.2 0.3 0.7 3.5 7.8 11.0 23.0 9.5 3.7 2.9 3.1 3.6 4.1 4.8 5.5 5.9 6.0 5.5 5.1 3.5 1.2 1.0 0.9 0.7 0.6 0.5 0.3 0.2

0.0 0.0 0.0 0.1 0.1 0.3 0.7 4.2 13.6 23.7 17.0 7.7 3.8 3.3 3.5 4.0 4.6 5.2 6.0 6.5 6.8 6.4 5.9 4.3 1.8 1.4 1.2 1.0 0.8 0.6 0.4 0.3

0.0 0.0 0.1 0.1 0.1 0.2 0.9 4.0 10.8 16.9 7.0 5.7 3.8 3.6 3.9 4.4 5.0 5.6 6.2 6.8 7.1 6.9 6.5 4.9 2.6 2.0 1.7 1.4 1.0 0.7 0.4 0.3

0.0 0.0 0.1 0.1 0.2 0.3 1.1 3.2 5.9 6.8 12.1 5.4 3.9 3.9 4.3 4.9 5.5 6.1 6.5 6.8 7.0 6.9 6.5 5.4 3.4 2.6 2.3 1.7 1.1 0.7 0.4 0.3

0.0 0.0 0.1 0.1 0.1 0.3 1.1 3.0 4.9 4.6 8.2 5.0 4.1 4.2 4.7 5.3 5.9 6.4 6.7 7.0 6.9 6.7 6.5 5.7 4.0 3.0 2.4 1.8 1.2 0.8 0.5 0.3

0.0 0.0 0.0 0.1 0.1 0.3 1.0 2.6 4.2 5.0 1.9 2.4 3.0 3.4 4.9 4.7 4.5 4.7 5.0 5.5 6.0 6.5 6.8 6.8 6.8 6.7 6.5 5.7 4.2 3.1 2.5 1.9 1.3 0.8 0.5 0.3

0.0 0.0 0.0 0.1 0.1 0.3 0.9 2.3 3.6 4.4 4.9 2.5 2.9 3.5 4.2 4.6 4.7 4.8 5.2 5.7 5.9 6.3 6.5 6.4 6.3 6.2 6.0 5.2 3.9 3.1 2.5 1.9 1.2 0.8 0.4 0.3

0.0 0.0 0.0 0.1 0.1 0.3 0.7 1.9 3.0 3.8 4.3 2.2 2.6 3.1 3.9 4.4 4.6 4.4 4.4 4.9 5.2 5.1 5.3 5.1 5.3 5.5 5.3 4.6 3.5 2.8 2.2 1.7 1.1 0.7 0.4 0.2

0.0 0.0 0.0 0.0 0.1 0.3 0.6 1.6 2.5 3.2 3.6 3.7 2.1 2.5 3.0 3.5 3.8 4.0 4.3 4.3 4.0 4.0 4.4 4.6 4.4 4.2 3.9 3.4 2.7 2.2 1.7 1.3 0.8 0.5 0.3 0.2

0.0 0.0 0.0 0.0 0.1 0.3 0.5 1.2 1.9 2.3 2.6 2.4 0.9 1.0 1.1 1.2 1.2 1.2 1.2 1.2 1.1 1.2 1.2 1.3 1.4 1.5 1.5 1.4 1.1 1.0 0.8 0.6 0.4 0.3 0.2 0.1

0.0 0.0 0.0 0.0 0.1 0.2 0.4 0.8 1.3 1.6 1.7 1.4 0.3 0.3 0.3 0.3 0.3 0.4 0.6 0.6 0.7 0.8 0.7 0.6 0.5 0.4 0.4 0.4 0.4 0.3 0.3 0.2 0.2 0.1 0.1 0.0

0.0 0.0 0.0 0.0 0.1 0.1 0.3 0.5 0.8 1.0 1.1 0.9 0.7 0.1 0.1 0.1 0.2 0.3 0.3 0.3 0.4 0.4 0.4 0.3 0.3 0.2 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.1 0.2 0.3 0.5 0.6 0.7 0.6 0.5 0.4 0.1 0.1 0.1 0.1 0.1 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.2 0.3 0.4 0.4 0.4 0.3 0.3 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.2 0.2 0.3 0.3 0.2 0.2 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.1 0.2 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

TACO BELL

12975 PALM DR.

DESERT HOT SPRINGS, CA

PREPARED BY: JOHN BUJAKE

ACCUSERV LIGHTING & EQUIPMENT

877-707-7378

502-961-0357 FAX

jbujake@accu-serv.com

SEPTEMBER 29, 2016

LIGHT LEVELS ARE MAINTAINED FOOT-CANDLES, INITIAL LEVELS ARE SLIGHTLY HIGHER

SITE FIXTURES ARE 396W 4000K LED w/ FLAT LENSES

FIXTURES A,B,D HAVE BACKLIGHT CONTROL

POLES ARE 25'-0" FOR AN OVERALL FIXTURE MOUNTING HEIGHT OF 27'-6" A.F.G.

LOT AREA: GROSS: 22,745 SF
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ALL REPORTS, PLANS AND
DOCUMENTS PREPARED BY MARKS

ARCHITECTS SHALL REMAIN THE
PROPERTY OF MARKS ARCHITECTS

AND IS INTENDED FOR USE FOR THIS
SPECIFIC PROJECT ONLY.
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